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SANITARY WASTE & VENT PIPING - PARTIAL FOOR PLAN

SCALE: ' = 1'- &

NOTES:

1. ELECTRIC WATER HEATER
HEATING CAPACITY IN GALLON PER HOUR: 68 GPH

L70RROETEARACITY 1N B08Ns. 68 "8 lons

2. ELECTRIC DRINKING WATER COOLER
TYPE: V#H MOUNTED

SIZE: 11

3. WHERE THE INVERT OF SEWERS RECEIVING DISCHARGE FROM BUILDING
IS LESS THAN 4 FﬁT BELOW THE L?VES; FkO?R.A SPECIAL
STUDY WILL BE BY THE USER TO DETERMINE THE NEED FOR
BACKWATER VALVES.

4. CONNECT TO SANITARY SEWER LINE.

5. INCREASE VENT TO 3°DIA. A MINIMUM OF 1'- @' BELOW ROOF LINE
AT SITES WHERE THERE IS A DANGER OF FROST CLOSURE.
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REDUCER 1’ BELOW ROOF
SEE NOTE 5

—

REDUCER 1’ BELOW ROOF
SEE NOTE 5
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